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APL

Analytical Results Summary

AQUA PRO-TECH LABORATORIES Westbridge Acedemy
Certified Environmental Testing
Client: Westbridge Academy Contact:
APL Order ID: 7050951 Received: 05/26/17 15:00
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
7050951-01 (Drinking Water) WA-1 1st FI Senior Teacher Collected:  05/26/17 07:30
Total Metals
Lead ‘ . EPA 200.8 05/31/117 12:52 053117 12:52 ND 0.00200 mg/L:
7050951-02 (Drinking Water) WA-2 3rd Fl Cafeteria Collected:  05/26/17 07:35
Total Metals
Lead EPA 200.8 05/3117 12:56  05/31/17 12:56 ND 0.00200 mg/L.
7050951-03 (Drinking Water) WA-3 Nurses Office Collected:  05/26/17 07:40
Total Metals
Lead ‘  EPA200.8 05/31/17 13:00 05/31/17 13.00  0.00269 000200  mglL
7050951-04 (Drinking Water) WA-4 Kitchen Cafeteria Collected:  05/26/17 07:45
Total Metals
Lead EPA 200.8 05/3117 13:05 05/31/17 13:05 ND 0.00200 mg/L

RL - Reporting limit
MDL - Minimum detection limit

FootNotes

ND - Indicates compound analyzed for but not detected

J - Indicates estimated value

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard
D - Indicates result is based on a dilution

P - Greater than 25% diff. between 2 GC columns.

H - Indicates a Hold Time violation
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